Work Order (Bid Form)

Knoxville/lKnox County Community Action Committee

WORK ORDER INFORMATION
Work Order Name: WQ/80008KNQ344/1
Work Order Type: Weatherization
Audit Name: 80008KNQ344-Audit

CLIENT INFORMATION
Client Name: Address:
Client ID: 80008KN0344 |
Alt. Client ID: KNOX

AGENCY INFORMATION
Agency: Knoxville/lKnox County CAC Agency Phone: (865) 244-3080
Address: P.0.Box 51650 Fax: (865) 544-1647
Knoxville, TN 37950-1650 Email Address: jason.estes@cachousing.org

Company Name & License Number:

Contractor's Signature:

COMMENT

*Single Family Dwelling

Contractor to follow 2006 International Residential Code as adopted by the City of Knoxville or Knox County as
applicable.

County

House built in 1940

An EPA Certified Firm/Renovator is required.

Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0344/1 Version 8.6.0
All. Client ID: KNOX Report Run On: 5/6/2010 Page 1 of 13




Measures

Measure 1 Broken Pane (upto 10 square feet) (QTY Components Inspected
5)(N2,N3,W2,81,N4)
Comment Refer to Appendix A- Standards for Weatherization Materials and Southeast I:I
Field Guide.
Estimated Actual
¥ Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty Unif Cost Total

1 Unspecified Broken Pane (upto 10 Each 5 {; jL J L “ Hﬁ_]

square feet) (+)

2 Labor labor Each 5 | JL ”—jh _”

Other Detail

L N I I | N N [ A
§ n [ I
Measure Sub Total: {:I Sub Total: ;I

Fleld Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KND344 Work Order Name: WO/80008KN0344/1 Version 8.8.0

Alf. Client ID: KNOX Report Run On: 5/6/2010 Page 2 of 13




Measure 2 Duct Insulation (Return)(8SF) Components Inspected

Comment Insulation must be a minimum of R-6. Must be taped with the appropriate tape. !:,
No changes allowed. Refer to Appendix A- Standards for Weatherization
Materials and Southeast Field Guide.Mastic all seams before insulating.

Estimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Total
1 Construction Mate Duct Insulation Linear 8
inea) I | |
Refer to Attachment A-
Standards for
Weatherization Materials
and Southeast Field
Guide.
2 Labor Lahor Linear 8
meer o [ 0 )

Other Detail

S 3 [ s s [ S
I S I ar e e
Measure Sub Total: ,j , Sub Total: !:j

Fleld Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0O344/1 Version 8.6.0
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Measure 3 Slab Door (D3) Components Inspected
Comment Remove old door before installing new door. This is a slab door. A door is I___I

installed as a complete unit. A door is inclusive of weatherstripping, door lock,
deadbolt, hinges, threshold, strike plate, paint(1st quality semigloss color to be
chosen by homeowner or sand/staind/seal), peep hole (at homeowner desire
height). No changes allowed. Refer to Appendix A- Standards for
Weatherization Materials and Southeast Field Guide. All keys given to home
owner not anyone else.

Estimated Actual
# Material / Labor Description / Comment Units Qty  Unit Cost Total Qty UnitCost Total
1 Doors Slab Door Each 1 L JL J | 7 ﬁ Wﬁ 1
2 Labor Labor Each 1 r jL J [ lr ]L J
Other Dotail

N S IS | N | A | I

i

. B | | |/

Measure Sub Total: [:} Sub Total: L—_j

Field Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0344/1 Version 8.6.0

Aft. Cifent ID;
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Measure 4 Window Glazing qty 17 all windows on Components Inspected
home

Comment All loose glazing must be 100% removed. Push poinis installed as needed. l:
New glazing should be even, smooth, and all look uniform. Refer to Appendix
- Standards for Weatherization Materials and Southeast Field Guide.

NOTE: Silicone, caulk, or any other product that is not window glazing is not
acceptabie.

# Material / Labor
1 Windows

2 |abor

Other Detall

Estimated Actual
Description / Comment Units  Qty  Unit Cost Total Qty  Unit Cost  Total
Window Glazing Each 17 L JL 7 [ [ B J B J

Refer to Attachment A-
Standards for
Weatherization Materials
and Southeast Field
Guide.

Labor I O R | B

e [ A N | IS I I A

. I B | | i B B

Measure Sub Total: ] Sub Total: ’

Field Nofes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0344/1 Version 8.6.0

Alt. Client ID: KNOX
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Measure 5 DWH Pipe Insulation Components Inspected

Comment [:I

Estimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty Unit Cost Toftal

1 Insulation DHW Pipe Insulation Each i JL J| fL er |

Includes labor cost, All
corners must be cut
properly. Refer to
Appendix A- Standards
for Weatherization
Materials and Southeast
Field Guide.

2 lLabor DHW Pipe Insulation Each 1 l_ J[ J L_'L J !’ 7

N B s I Oy I
L L B A | | T N B I
Measure Sub Total: L Sub Total: I:[

Field Notes:
Client Name: Work Order (Bld Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0344/1 Version 8.6.0

All. Client ID: KNOX Report Run On: 5/6/2010 Page 6 of 13




Measure 6 DWH Tank Insulation Components Inspected
Comment extend pressure relief pipe as needed. l:l
Estimated Actual
¥ Materlal / Labor Description / Comment Units Qty  Unlt Cost Total Gty Unit Cost Total

1 Hot Water Equipm DHW Tank Insulation Each 1 [7 ]L J L ]L Jr <|

Includes labor cost. R-10
minimum. Refer to
Appendix A- Standards
for Weatherization
Materials and Southeast
Field Guide.

2 Labor DHW Tank Insulation Each T BB NN B 1

Other Detail j l_ j [_1 [—_[ r 4’ l— ] '—j [ J!_j
L L I N | N | | |
Measure Sub Total: I:l Sub Total: E

Fleld Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: B0008KNO344 Work Order Name: WO/80008KN0344/1 Version 8.6.0

All. Client ID: KNOX Report Run On; 5/6/2010 Page 7 0f 13




Measure 7 Floor Ins, R-19 Components F1 Inspected

Comment +Includes labor cost. Contractor's responsibility to seal penetration in floor l:l
before installing insulation. Contractor to install using Resnet Grade 1
Standards. Insulation is installed to maintain permanent contact with the
subfloor above (paper side against subfloor) including necessary supports
(e.g. staves for blankets). insulation to have NO gaps, voids, or
compressions. Refer to Appendix A- Standards for Weatherization Materials
and Southeast Field Guide.
Estimated Actual

# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty Unif Cost Total

1 Insulation Floor Insulation - SaFt 980 [ JL J [ 'L J[ —|
Fiberglass Balfs - R-19

2 Labor Floor Insuiation - SqFt 980 r WF 1 [ —H H:}
Fiberglass Baits - R-19

Other Detall

Il J T
B e B | i B
Measure Sub Total: I:’ Sub Total: I;‘_}

| Fleld Notes:
Client Name: Work Order (Bld Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KMN0344/1 Version 8.6.0
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Measure 8 Duct Insulation Components Inspected

Comment +Insulation must be a minimum of R-6. Must be taped with the appropriate I:I
tape. No changes aliowed. Refer to Appendix A- Standards for Weatherization
Materials and Southeast Field Guide.Mastic all seams before insulating.

Estimated Actual
# Material / Labor Descriptlion / Comment Units  Qty  UnitCost Total Qty Unit Cost  Total

1 Insulation Duct Insulation SgFt  106.8 r TL JL "r jLJ

Includes labor cost.
Contractor must use a
minimum of R-8
insutation. Al foil tape
should be free of
buhbles. Refer to
Appendix A- Standards
for Weatherization
Materials and Southeast
Field Guide.

2 Labor Duct Insulation SqFt  106.8 L JF 7L_]L ]r 1

— S | N B A
L I B N | | A |
Measure Sub Total: ‘:! Sub Total: i:

Field Notes:
Clfent Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0344/1 Version 8.6.0

Alt. Cifent ID: KNOX Report Run On: 5/6/2010 Page 9 of 13




Measure 9 Fix Improper Venting (Clothes Dryer) Components Inspected
Comment Dryer Vents installed with damper. Metal pipe installed without any fastners l:]

protruding through pipe. Must be vented to outside of home. Maximum length
is 15 feet. No changes allowed. Refer to Attachment A- Standards for
Weatherization Materials and Southeast Field Guide.

Estimated Actual

# Material / Labor Description / Comment Units  Qty  Unif Cost Total Qty UnitCost Total

1 Health and Safety Dryer Vent w/ Metal EBach 1 [ | JE T

Piping (upto 15' in length)

Refer to Attachment A-
Standards for
Weatherization Materials

and Southeast Field
Guide.
2 Labor Labor Each 1 L JL ] fL ,IL J
Other Detail

[

e S I | | D /I
Il B N |

Measure Sub Total: I ij Sub Tofai: l ‘

Fleld Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: BOOOBKNO344 Work Order Name: WO/80008KN0344/1 Version 8.6.0

Alt. Client ID: KNOX Report Run On: 5/6/2010 Page 10 of 13




Measure 10 Fix Improper Venting of Bathroom Components Inspected
Exhaust Fan

Comment Bath Vents installed to outside of home. No changes allowed. Refer to l:l
Attachment A- Standards for Weatherization Materials and Southeast Field

Guide,

# Material / Labor
1 Health and Safety

2 Labor

Other Detail

Estimated Actual
Description / Comment Units Qty  Unit Cost Total Qty Unit Cost Tofal
Bath Vent w/ Piping to Each 1 [ I 1 |
QOutside
Refer to Attachment A-

Standards for
Weatherization Materials
and Southeast Field
Guide.

Labor N AR | |

BN B IR | A | AN N A

L 1 AN | A

Measure Sub Total: l J Sub Total: [:I

Field Notes:
Cilent Name: Work Qrder (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KNO344/1 Version 8.6.0

All. Client ID: KNOX
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Measure 11 Practice Lead Safe Weatherization Components Inspected
(Door Replacement)

Comment A Certified Firm /Renovator is required to adhere to EPA RRP rules. Need to I:I
submit copy of Lead Report and 3 pictures (before, during, and after) of each
activity.
o Estimated Actual
# Material / Labor Desecription / Comment Unlts Qty  Unit Cost Total Qty Unit Cost Total

1 Health and Safety EPA RRP Lead Rules Each 1 l— —|r j L 1r Wr W
2 Labor Labor Each 1 L 4”7 —I DL J[ ]

Other Detail 7 L 7 r—_l I’j L WF <| L—]L JL J
L N N N | A I [
Measure Sub Total: [: Sub Total: l:'

Field Notes:
Measure 12 Vapor Barrier Needed Components Inspected
(Basement/Crawlspace)(QTY980SF)
Comment Must be 6 mil poly. Must be installed 100% of crawlspace with 6" turned up all I:I

walls and support piers. Must be securely fastened. Must be cleated down to
earth. Must be secured at all seams. Refer to Attachment A- Standards for
Weatherization Materials and Southeast Field Guide.

Estimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty Unit Cost Total

1 Health and Safety Basement /Crawispace SqFt 980 Ii _Ir j UF 1,7 1

Vapor Barrier

2 Labor Labor SqFt 980 L JL Jm[ Hi

— [ S i w —
L N N | I |
Measure Sub Total: l:l Sub Total: {:}

Field Notes:
F Work Order Grand Total: l:' Grand Total: f:’
Cillent Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0344/1 Version 8.6.0
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Clienf Name: Waork Qrder (Bld Form) DOE Weatherization Assistant
Client ID: 80008KN0344 Work Order Name: WO/80008KN0344/1 Version 8.6.0
All. Client ID; KNOX Report Run On: §/6/2010 Page 13 of 13




